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NO SCALE

WP &7 HORN STROBE MOUNTED

ON WALL ABOVE FIRE
DEPARTMENT CONNECTION

120VAC CONNECTED TO
ONE SET OF FLOW

FIBER OPTIC

SWITCH CONTACTS. NO SCALE

FIRE ALARM WIRING LEGEND

MAPNET COMMUNICATIONS CABLE, TWISTED SHIELDED PAIR (#18 MINIMUM)
24VDC POWER WIRING, ONE PAIR (#14 MINIMUM)

CONTROL OR MONITOR WIRING, ONE PAIR (#14 MINIMUM)

62.5/125 UM FIBER OPTIC CABLE

NOTIFICATION WIRING, ONE PAIR (#14 MINIMUM)

ANNUNCIATOR WIRING
ANNUNCIATOR POWER — ONE PAIR (#14 MINIMUM)
DATA CABLE — TWISTED SHIELDED PAIR (#18 MINIMUM)

CONNECTOR PANEL
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KEYED NOTES: [ >

BUFFERED FIBER

PROVIDE DUPLEX FIBER OPTIC JUMPERS.

PROVIDE (4) FIBER OPTIC JUMPERS AND COORDINATE
WITH AMI—400 TO PATCH NEW PANEL INTO THE
EXISTING NETWORK LOOP.

FIBER OPTIC INTERCONNECT CENTER. RE: DETAIL "B”
THIS SHEET.

PROVIDE FAN OUT KIT AS REQUIRED

- "LC” CONNECTOR

INTERCONNECT CENTER DETAIL

‘ REES ASSOCIATES INC
ARCHITECTURE PLANNING INTERIORS

REES PLAZA AT EAST WHARF
9211 LAKE HEFNER PARKWAY, SUITE 300
OKLAHOMA CITY, OKLAHOMA 73120
P:405.942.7337 F:405.948.1261

Mechanical Engineer
050 Engineering Company

228 Robert S. Kerr Ave, Suite 515
Oklahoma City, OK 73102
P: 405.236.2030 F: 405.239.6101

Electrical Engineer

Horner Associates Engineers, Inc.

1306 Commerce Drive
Norman, OK 73071
P: 405.801.2528 F: 405.801.2529

Civil Engineer
MacArthur Associated Consultants

3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73116
P: 405.848.2471 F. 405.848.2474

Structural Engineer
Zahl-Ford, inc.

8411 S. Walker
Oklahoma City, OK 73139
P: 405.634.3393 F: 405.634.6414
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DEPARTMENT OF TRANSPORTATION

FEDERAL AVIATION ADMINISTRATION
MIKE MONRONEY AERONAUTICAL CENTER — OKLAHOMA CITY, OKLAHOMA

PSL — POWER SERVICES LABORATORY

FIRE ALARM RISER DIAGRAM

Construction Work Request No: 09-018745

PREPARED BY

Rees Associates

APPROVED BY

Jon Berkman

DESIGNED

JDH ISSUED BY DATE May 26, 2011 E-601

DRAWN

OFFICE OF
BLP | FACILITY MANAGEMENT | DRAWING NO.

WORK ORDER NO.

09-018745 AMP—400 08-008257 210or 31



